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	Components
	L1 - Main electrical closet
	INV-1
	05-2 - Black box (L1,L2...)
	06-2 - Black box (26,27...)

	INV-2
	12-2 - Black box (L1,L2...)
	13-2 - Black box (6,26...)

	KS1
	19-3 - NO button

	KS2
	19-10 - NO button

	M1
	05-2 - Three-phases alternating current motor, 3 terminals + ground

	M2
	12-2 - Three-phases alternating current motor, 3 terminals + ground

	M1B1R1
	05-6 - Black box (1,5...)

	M1B2R1
	05-8 - Black box (1,5...)

	M2B1R1
	12-6 - Black box (1,5...)

	M2B2R1
	12-8 - Black box (1,5...)

	POT1
	06-8 - Resistor Variable (ATA)

	PSU1
	03-6 - Three-phase AC to DC power supply

	QINV1
	05-2 - Three poles magneto-thermal circuit breaker

	QINV2
	12-2 - Three poles magneto-thermal circuit breaker

	RTM1
	19-2 - NC instantaneous contact

	RTM2
	19-9 - NC instantaneous contact

	SRM1B1
	08-2 - Instantaneous relay coil
	18-2 - NO instantaneous contacts

	SRM1B2
	08-7 - Instantaneous relay coil
	18-3 - NO instantaneous contacts

	SRM2B1
	18-6 - NO instantaneous contacts
	15-2 - Instantaneous relay coil

	SRM2B2
	18-8 - NO instantaneous contacts
	15-7 - Instantaneous relay coil

	SRXGM1
	19-2 - NC instantaneous contact
	19-7 - Instantaneous relay coil

	SRXGM2
	19-8 - Instantaneous relay coil
	19-9 - NC instantaneous contact

	X1
	2
	03-1 - Terminal

	3
	03-1 - Terminal

	4
	03-1 - Terminal

	5
	03-2 - Terminal


	X8
	1
	06-6 - Terminal


	BOTTOM LIMIT
	13-7 - NC roller button

	BOTTOM LIMIT
	06-7 - NC roller button

	ES1
	03-7 - Indicator
	03-7 - NO instantaneous contacts
	19-4 - 2 x NC emergency stop
	04-2 - 2 x NC emergency stop

	ES2
	19-4 - 2 x NC emergency stop

	ETHERCAT
	13-6 - Black box (1,2)

	ETHERCAT
	06-6 - Black box

	IN (LOCAL)
	13-4 - NO button

	IN (LOCAL)
	06-4 - NO button

	INV 1 ENC DSUB
	07-1 - Black box (1,3...)

	INV 2 ENC DSUB
	14-1 - Black box (1,3...)

	J1
	06-7 - Earth

	J1
	13-7 - Earth

	J1
	03-5 - Earth

	KM1-B1a
	05-6 - Bipolar power contact
	08-9 - NC instantaneous contact
	18-2 - Instantaneous relay coil

	KM1-B1b
	05-6 - Four poles power contact for Brake
	08-9 - NC instantaneous contact
	18-3 - Instantaneous relay coil

	KM1-B2a
	05-8 - Bipolar power contact
	08-9 - NC instantaneous contact
	18-2 - Instantaneous relay coil

	KM1-B2b
	05-8 - Four poles power contact for Brake
	08-9 - NC instantaneous contact
	18-4 - Instantaneous relay coil

	KM2-B1a
	12-6 - Bipolar power contact
	18-6 - Instantaneous relay coil
	15-9 - NC instantaneous contact

	KM2-B1b
	12-6 - Four poles power contact for Brake
	18-8 - Instantaneous relay coil
	15-9 - NC instantaneous contact

	KM2-B2a
	12-8 - Bipolar power contact
	18-7 - Instantaneous relay coil
	15-9 - NC instantaneous contact

	KM2-B2b
	12-8 - Four poles power contact for Brake
	18-8 - Instantaneous relay coil
	15-9 - NC instantaneous contact

	LOADCELL
	13-2 - Black box (2,1...)

	LOADCELL
	06-2 - Black box (2,1...)

	LOCAL/REMOTE
	13-5 - NO rotary button

	LOCAL/REMOTE
	06-5 - NO rotary button

	M1 BOTTOM ULT
	19-2 - NC roller button

	M1 TOP ULT
	19-2 - NC roller button

	M1B1
	05-6 - Brake

	M1B2
	05-8 - Brake

	M1-REGEN
	12-5 - Resistance

	M1-REGEN
	05-5 - Resistance

	M1-X1A
	1
	05-2 - Terminal

	2
	05-3 - Terminal

	3
	05-3 - Terminal

	6
	05-8 - Terminal

	13
	05-6 - Terminal

	14
	05-6 - Terminal

	E(A)
	05-3 - Terminal


	M1-X1B
	5
	05-8 - Terminal


	M1-X1C
	9
	06-6 - Terminal

	10
	06-7 - Terminal

	15
	06-3 - Terminal

	16
	06-2 - Terminal

	17
	06-2 - Terminal

	8
	19-2 - Terminal

	11
	19-2 - Terminal

	12
	19-7 - Terminal

	13
	17-6 - Terminal

	14
	17-7 - Terminal


	M1-X1D
	15
	06-4 - Terminal

	16
	06-5 - Terminal

	1
	07-5 - Terminal

	2
	07-5 - Terminal

	3
	07-4 - Terminal

	4
	07-4 - Terminal

	5
	07-3 - Terminal

	6
	07-3 - Terminal


	M1-X1E
	1
	09-6 - Terminal

	2
	09-6 - Terminal

	8
	09-5 - Terminal

	9
	09-5 - Terminal

	10
	09-6 - Terminal

	11
	09-6 - Terminal

	15
	06-2 - Terminal

	16
	06-3 - Terminal


	M2 BOTTOM ULT
	19-9 - NC roller button

	M2 TOP ULT
	19-9 - NC roller button

	M2B1
	12-6 - Brake

	M2B2
	12-8 - Brake

	M2-X1A
	1
	12-2 - Terminal

	2
	12-3 - Terminal

	3
	12-3 - Terminal

	13
	12-6 - Terminal

	14
	12-6 - Terminal

	E(A)
	12-3 - Terminal


	M2-X1B
	5
	12-8 - Terminal

	6
	12-8 - Terminal


	M2-X1C
	9
	13-6 - Terminal

	10
	13-7 - Terminal

	15
	13-3 - Terminal

	16
	13-2 - Terminal

	17
	13-2 - Terminal

	8
	19-9 - Terminal

	11
	19-9 - Terminal

	12
	19-8 - Terminal


	M2-X1D
	15
	13-4 - Terminal

	16
	13-5 - Terminal

	1
	14-5 - Terminal

	2
	14-5 - Terminal

	3
	14-4 - Terminal

	4
	14-4 - Terminal

	5
	14-3 - Terminal

	6
	14-3 - Terminal


	M2-X1E
	15
	13-2 - Terminal

	16
	13-3 - Terminal

	1
	16-6 - Terminal

	2
	16-6 - Terminal

	8
	16-5 - Terminal

	9
	16-5 - Terminal

	10
	16-6 - Terminal

	11
	16-6 - Terminal


	OUT (LOCAL)
	13-3 - NO button

	OUT (LOCAL)
	06-3 - NO button

	PF1
	03-9 - Direct current motor

	Q1
	03-6 - Two poles magneto-thermal circuit breaker

	QDC1
	03-7 - Single pole magneto-thermal circuit breaker

	QM1B1
	05-6 - Two poles magneto-thermal circuit breaker disconnector

	QM1B2
	05-8 - Two poles magneto-thermal circuit breaker disconnector

	QM2B1
	12-6 - Two poles magneto-thermal circuit breaker disconnector

	QM2B2
	12-8 - Two poles magneto-thermal circuit breaker disconnector

	QPF1
	03-9 - Single pole magneto-thermal circuit breaker

	SI-IO
	10-1 - Black box (6,2...)

	SI-IO
	17-1 - Black box (6,2...)

	SI-PLC
	11-1 - Black box (6,2...)

	SI-SAFETY ENC
	16-1 - Black box (1,2...)

	SI-SAFETY ENC
	09-1 - Black box (1,2...)

	SI-SAFETY IO
	15-2 - Black box (2,3...)

	SI-SAFETY IO
	08-2 - Black box (2,3...)

	SRES1
	19-2 - NO instantaneous contacts
	19-9 - NO instantaneous contacts
	04-4 - Instantaneous relay coil

	SRES2
	19-2 - NO instantaneous contacts
	19-10 - NO instantaneous contacts
	04-4 - Instantaneous relay coil

	SRES3
	19-2 - NC instantaneous contact
	19-4 - NO instantaneous contacts
	04-6 - Instantaneous relay coil

	THERMISTOR
	06-4 - PTC rheostat

	THERMISTOR
	13-4 - PTC rheostat

	THERMOSTAT1
	03-9 - NO thermal contact

	TOP LIMIT
	06-6 - NC roller button

	TOP LIMIT
	13-6 - NC roller button

	XES
	1
	04-2 - Terminal

	4
	04-2 - Terminal

	2
	04-2 - Terminal

	3
	04-2 - Terminal

	5
	04-3 - Terminal

	6
	04-4 - Terminal


	XP
	1
	04-6 - Terminal

	2
	10-9 - Terminal

	3
	19-4 - Terminal

	4
	19-4 - Terminal

	5
	19-4 - Terminal

	6
	19-4 - Terminal

	7
	10-6 - Terminal

	8
	10-7 - Terminal

	9
	10-8 - Terminal

	10
	10-8 - Terminal

	11
	10-3 - Terminal

	12
	10-4 - Terminal

	13
	10-9 - Terminal

	14
	10-10 - Terminal

	15
	11-3 - Terminal

	16
	11-6 - Terminal

	17
	11-3 - Terminal

	18
	11-4 - Terminal

	19
	10-5 - Terminal

	20
	10-6 - Terminal

	21
	04-6 - Terminal

	22
	06-8 - Terminal

	23
	06-8 - Terminal

	24
	06-9 - Terminal


	XP1
	1
	03-1 - Terminal





