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	CPU-1
	06-3 - Black box (RJ45,PE...)
	07-1 - Black box (1,2...)
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	09-2 - Black box (14,1M...)

	DIO-1
	06-5 - Black box (L+,M...)
	08-1 - Black box (PE,2...)
	10-1 - Black box (PE,2...)

	DOL-M1
	05-1 - Black box (L1,T1...)

	E1
	02-2 - Residual current plug outlet

	ES02
	03-1 - 2 x NC GUARD  SENSOR
	03-9 - NO instantaneous contacts

	ES03
	03-1 - 2 x NC GUARD  SENSOR
	03-10 - NO instantaneous contacts

	H1
	09-5 - Bell

	H5
	09-5 - Indicator

	ISOL-M1
	05-2 - Three poles switch
	07-9 - NO instantaneous contacts

	J1
	02-2 - Earth

	J2
	02-4 - Earth

	J3
	04-2 - Earth

	KESR1
	03-5 - Instantaneous relay coil
	04-3 - NO instantaneous contacts

	LB1
	02-6 - Black box (5,1)

	LB2
	02-6 - Black box (5,1)

	LB3
	02-7 - Black box (5,1)

	LB4
	02-7 - Black box (5,1)

	PB1
	07-3 - NO button
	09-4 - Indicator push button

	PB2
	07-4 - NC push button
	09-4 - Indicator push button

	PSU1
	02-4 - Three-phase AC to DC power supply

	PSU-MDC1
	04-2 - Three-phase AC to DC power supply

	Q1
	02-1 - Four poles switch

	Q2
	02-2 - Two poles magneto-thermal circuit breaker

	Q4
	02-4 - Two poles magneto-thermal circuit breaker

	QMDC1.1
	04-3 - Single pole magneto-thermal circuit breaker

	RDC1
	03-5 - NO instantaneous contacts
	09-8 - Instantaneous relay coil

	RDOLM1
	05-2 - Three-phases alternating current motor, 3 terminals + ground

	RST1
	03-5 - NO button
	09-3 - Indicator push button

	SR1
	03-3 - Black box (S11,13...)

	X1
	1
	03-1 - Terminal

	2
	03-2 - Terminal

	3
	03-1 - Terminal

	4
	03-2 - Terminal

	5
	03-1 - Terminal

	6
	03-2 - Terminal

	7
	03-1 - Terminal

	8
	03-2 - Terminal

	9
	03-1 - Terminal

	10
	03-2 - Terminal

	11
	02-1 - Terminal

	12
	02-1 - Terminal

	13
	03-9 - Terminal

	14
	03-10 - Terminal

	15
	05-2 - Terminal

	16
	05-2 - Terminal

	17
	05-2 - Terminal

	18
	05-3 - Terminal

	19
	02-1 - Terminal

	20
	02-1 - Terminal

	33
	03-9 - Terminal

	34
	03-10 - Terminal


	X2
	1
	04-3 - Terminal

	2
	04-3 - Terminal

	3
	04-3 - Terminal

	4
	04-4 - Terminal

	5
	04-4 - Terminal

	6
	04-3 - Terminal

	7
	04-4 - Terminal

	8
	04-4 - Terminal


	X3
	1
	07-5 - Terminal

	2
	07-5 - Terminal

	3
	07-7 - Terminal

	4
	07-7 - Terminal

	5
	07-7 - Terminal

	6
	07-7 - Terminal

	7
	07-7 - Terminal

	8
	07-7 - Terminal

	9
	07-5 - Terminal

	10
	07-5 - Terminal

	11
	07-5 - Terminal

	12
	07-5 - Terminal

	13
	07-8 - Terminal

	14
	07-8 - Terminal

	15
	07-8 - Terminal

	16
	07-6 - Terminal

	18
	07-6 - Terminal

	19
	07-9 - Terminal

	20
	07-9 - Terminal

	21
	07-6 - Terminal

	22
	10-2 - Terminal

	23
	10-2 - Terminal

	24
	10-3 - Terminal

	25
	10-3 - Terminal

	26
	10-2 - Terminal

	27
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	28
	08-6 - Terminal

	29
	08-6 - Terminal

	30
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	31
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	32
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	33
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	34
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	35
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	36
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	41
	08-8 - Terminal

	42
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	43
	08-9 - Terminal

	44
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	45
	08-5 - Terminal

	46
	08-5 - Terminal

	47
	08-6 - Terminal

	48
	08-5 - Terminal

	49
	08-5 - Terminal

	50
	08-5 - Terminal

	51
	08-9 - Terminal

	52
	08-9 - Terminal

	53
	08-9 - Terminal

	54
	08-10 - Terminal

	55
	08-10 - Terminal

	56
	08-10 - Terminal

	57
	08-4 - Terminal

	58
	08-4 - Terminal

	59
	08-5 - Terminal

	60
	08-4 - Terminal

	61
	08-4 - Terminal

	62
	08-4 - Terminal

	63
	08-3 - Terminal

	64
	08-3 - Terminal

	65
	08-4 - Terminal

	66
	08-3 - Terminal

	67
	08-3 - Terminal

	68
	08-3 - Terminal

	69
	08-2 - Terminal

	70
	08-2 - Terminal

	71
	08-3 - Terminal

	72
	08-2 - Terminal

	73
	08-2 - Terminal

	74
	08-2 - Terminal

	75
	10-10 - Terminal

	76
	10-9 - Terminal

	77
	10-9 - Terminal

	78
	10-8 - Terminal

	79
	10-8 - Terminal

	80
	10-7 - Terminal

	81
	10-7 - Terminal

	82
	10-6 - Terminal

	83
	10-5 - Terminal

	84
	10-5 - Terminal

	85
	10-6 - Terminal

	86
	10-4 - Terminal

	87
	10-4 - Terminal

	88
	10-3 - Terminal

	89
	07-4 - Terminal

	90
	07-9 - Terminal

	91
	07-4 - Terminal

	92
	07-4 - Terminal

	93
	10-2 - Terminal

	128
	10-7 - Terminal

	129
	10-7 - Terminal

	130
	10-8 - Terminal

	131
	10-8 - Terminal

	132
	10-9 - Terminal

	133
	10-5 - Terminal

	134
	10-5 - Terminal

	135
	10-9 - Terminal

	136
	10-10 - Terminal

	137
	10-4 - Terminal

	138
	10-4 - Terminal

	171
	10-3 - Terminal

	175
	07-9 - Terminal


	X5
	1
	09-5 - Terminal

	2
	09-5 - Terminal

	3
	09-6 - Terminal

	4
	09-6 - Terminal

	5
	09-3 - Terminal

	6
	09-3 - Terminal

	7
	09-4 - Terminal

	8
	09-4 - Terminal

	13
	09-4 - Terminal

	14
	09-4 - Terminal

	15
	09-6 - Terminal

	16
	09-7 - Terminal

	17
	09-6 - Terminal

	18
	09-7 - Terminal


	ES01
	03-1 - 2 x NC GUARD  SENSOR
	03-9 - NO instantaneous contacts

	LBIF
	02-5 - Black box

	Q5
	04-2 - Two poles magneto-thermal circuit breaker

	SR1.1
	03-7 - Black box (13,23...)




