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	Components
	L1 - Main electrical closet
	BR-M1
	06-3-5 - Brake

	BR-M2
	06-5-5 - Brake

	BR-M3
	06-7-5 - Brake

	BR-M4
	06-9-5 - Brake

	CPU-1
	12-4-3 - Black box (1,2...)

	DI-1
	12-5-3 - Black box (1M,.0)
	13-1-5 - Black box (1,2...)

	DI-2
	12-5-3 - Black box
	14-1-5 - Black box (1M,.0...)

	DO-1
	12-6-3 - Black box
	15-1-1 - Black box (1M,.0...)

	E1
	03-2-3 - RCD 13AMP SOCKET

	ENC-M1
	07-7-2 - Black box (2,9...)

	ENC-M2
	08-7-2 - Black box (2,9...)

	ENC-M3
	09-7-2 - Black box (2,9...)

	ENC-M4
	10-7-2 - Black box (2,9...)

	ES-1
	04-3-2 - NC emergency stop

	ES-2
	04-3-3 - NC emergency stop

	F1
	03-1-3 - Four poles disconnector

	G1
	03-4-3 - Three-phase AC to DC power supply

	HMI1
	12-2-3 - Black box (1,2...)

	INV-1
	05-4-3 - Black box (L1,L2...)

	ISOL-M1
	06-2-4 - Three poles switch
	06-3-4 - NO instantaneous contacts

	ISOL-M2
	06-4-4 - Three poles switch
	06-5-4 - NO instantaneous contacts

	ISOL-M3
	06-6-4 - Three poles switch
	06-7-4 - NO instantaneous contacts

	ISOL-M4
	06-8-4 - Three poles switch
	06-9-4 - NO instantaneous contacts

	J1
	03-3-4 - Earth

	KB-1
	05-3-3 - Bipolar power contact
	05-7-5 - Instantaneous relay coil

	KES-1
	03-7-1 - Three poles power contact
	04-6-5 - Instantaneous relay coil
	04-5-2 - NC instantaneous contact

	KM-1
	06-2-2 - Three poles power contact
	06-3-2 - Bipolar power contact
	11-2-5 - Instantaneous relay coil

	KM-2
	06-4-2 - Three poles power contact
	06-5-2 - Bipolar power contact
	11-4-5 - Instantaneous relay coil

	KM-3
	06-6-2 - Three poles power contact
	06-7-2 - Bipolar power contact
	11-6-5 - Instantaneous relay coil

	KM-4
	06-8-2 - Three poles power contact
	06-9-2 - Bipolar power contact
	11-8-5 - Instantaneous relay coil

	LB-M1
	07-2-2 - Black box (1,2...)

	LB-M2
	08-2-2 - Black box (1,2...)

	LB-M3
	09-2-2 - Black box (1,2...)

	LB-M4
	10-2-2 - Black box (1,2...)

	LC1
	07-6-3 - Resistor Fixed (ATA)

	LC2
	08-6-3 - Resistor Fixed (ATA)

	LC3
	09-6-3 - Resistor Fixed (ATA)

	LC4
	10-6-3 - Resistor Fixed (ATA)

	LC-M1
	07-4-2 - Black box (G,E...)

	LC-M2
	08-4-2 - Black box (G,E...)

	LC-M3
	09-4-2 - Black box (G,E...)

	LC-M4
	10-4-2 - Black box (G,E...)

	M1
	06-2-5 - Three-phases alternating current motor, 3 terminals + ground

	M2
	06-4-5 - Three-phases alternating current motor, 3 terminals + ground

	M3
	06-6-5 - Three-phases alternating current motor, 3 terminals + ground

	M4
	06-8-5 - Three-phases alternating current motor, 3 terminals + ground

	PB1
	13-6-3 - NO button

	PB2
	13-7-3 - NO button

	PB3
	13-7-3 - NO button

	Q1
	03-2-2 - Two poles magneto-thermal circuit breaker

	Q2
	03-4-2 - Two poles magneto-thermal circuit breaker

	QB-1
	05-3-2 - Two poles magneto-thermal circuit breaker

	QDC-1
	03-4-4 - Single pole magneto-thermal circuit breaker

	QDC-2
	03-5-4 - Single pole magneto-thermal circuit breaker

	QDC-3
	03-6-4 - Single pole magneto-thermal circuit breaker

	QDC-4
	03-6-4 - Single pole magneto-thermal circuit breaker

	QINV-1
	05-4-2 - Three poles magneto-thermal circuit breaker

	R1-M1
	07-3-4 - Four poles power contact
	11-2-5 - Instantaneous relay coil

	R1-M2
	11-4-5 - Instantaneous relay coil
	08-3-4 - Four poles power contact

	R1-M3
	11-6-5 - Instantaneous relay coil
	09-3-4 - Four poles power contact

	R1-M4
	11-9-5 - Instantaneous relay coil
	10-3-4 - Four poles power contact

	R2-M1
	07-4-4 - Four poles power contact
	11-3-5 - Instantaneous relay coil

	R2-M2
	11-5-5 - Instantaneous relay coil
	08-4-4 - Four poles power contact

	R2-M3
	11-7-5 - Instantaneous relay coil
	09-4-4 - Four poles power contact

	R2-M4
	11-9-5 - Instantaneous relay coil
	10-4-4 - Four poles power contact

	RE1
	05-7-2 - NO instantaneous contacts
	15-2-5 - Instantaneous relay coil

	RES1
	04-6-2 - NO instantaneous contacts
	15-5-5 - Instantaneous relay coil

	S1
	13-8-3 - 4 positions switch

	SR-1
	04-5-3 - Black box (A1,Y1...)

	SSI1
	12-7-3 - Black box
	16-2-4 - Black box (0,2...)

	SSI2
	12-8-3 - Black box
	17-2-4 - Black box (0,2...)

	SSI3
	12-8-3 - Black box
	18-2-4 - Black box (0,2...)

	SSI4
	12-9-3 - Black box
	19-2-4 - Black box (0,2...)

	X1
	1
	04-3-3 - Disconnectable terminal

	2
	04-3-4 - Disconnectable terminal

	3
	04-3-4 - Disconnectable terminal

	4
	04-3-5 - Disconnectable terminal


	X2
	1
	04-3-3 - Terminal


	X3
	1
	04-3-4 - Terminal


	X4
	1
	06-2-4 - Disconnectable terminal

	2
	06-2-4 - Disconnectable terminal

	3
	06-2-4 - Disconnectable terminal

	4
	06-3-4 - Disconnectable terminal

	5
	06-3-4 - Disconnectable terminal

	6
	06-2-4 - Disconnectable terminal

	7
	06-4-4 - Disconnectable terminal

	8
	06-4-4 - Disconnectable terminal

	9
	06-4-4 - Disconnectable terminal

	10
	06-5-4 - Disconnectable terminal

	11
	06-5-4 - Disconnectable terminal

	12
	06-4-4 - Disconnectable terminal

	13
	06-6-4 - Disconnectable terminal

	14
	06-6-4 - Disconnectable terminal

	15
	06-6-4 - Disconnectable terminal

	16
	06-7-4 - Disconnectable terminal

	17
	06-7-4 - Disconnectable terminal

	18
	06-6-4 - Disconnectable terminal

	19
	06-8-4 - Disconnectable terminal

	20
	06-8-4 - Disconnectable terminal

	21
	06-8-4 - Disconnectable terminal

	22
	06-9-4 - Disconnectable terminal

	23
	06-9-4 - Disconnectable terminal

	24
	06-8-4 - Disconnectable terminal


	X5
	1
	07-3-1 - Disconnectable terminal

	2
	07-3-4 - Disconnectable terminal

	3
	07-3-4 - Disconnectable terminal

	4
	07-3-4 - Disconnectable terminal

	5
	07-3-4 - Disconnectable terminal

	10
	07-7-1 - Disconnectable terminal

	11
	07-7-1 - Disconnectable terminal

	12
	07-7-2 - Disconnectable terminal

	13
	07-8-2 - Disconnectable terminal

	14
	07-7-4 - Disconnectable terminal

	15
	07-8-4 - Disconnectable terminal

	16
	07-8-4 - Disconnectable terminal

	17
	07-8-4 - Disconnectable terminal

	18
	07-7-1 - Disconnectable terminal

	19
	07-8-1 - Disconnectable terminal

	20
	07-8-1 - Disconnectable terminal

	21
	07-6-2 - Disconnectable terminal

	22
	07-6-3 - Disconnectable terminal

	23
	07-6-3 - Disconnectable terminal

	24
	07-6-3 - Disconnectable terminal

	25
	08-3-1 - Disconnectable terminal

	26
	08-3-4 - Disconnectable terminal

	27
	08-3-4 - Disconnectable terminal

	28
	08-3-4 - Disconnectable terminal

	29
	08-3-4 - Disconnectable terminal

	34
	08-7-1 - Disconnectable terminal

	35
	08-7-1 - Disconnectable terminal

	36
	08-7-2 - Disconnectable terminal

	37
	08-8-2 - Disconnectable terminal

	38
	08-7-4 - Disconnectable terminal

	39
	08-8-4 - Disconnectable terminal

	40
	08-8-4 - Disconnectable terminal

	41
	08-8-4 - Disconnectable terminal

	42
	08-7-1 - Disconnectable terminal

	43
	08-8-1 - Disconnectable terminal

	44
	08-8-1 - Disconnectable terminal

	45
	08-6-2 - Disconnectable terminal

	46
	08-6-3 - Disconnectable terminal

	47
	08-6-3 - Disconnectable terminal

	48
	08-6-3 - Disconnectable terminal

	49
	09-3-1 - Disconnectable terminal

	50
	09-3-4 - Disconnectable terminal

	51
	09-3-4 - Disconnectable terminal

	52
	09-3-4 - Disconnectable terminal

	53
	09-3-4 - Disconnectable terminal

	58
	09-7-1 - Disconnectable terminal

	59
	09-7-1 - Disconnectable terminal

	60
	09-7-2 - Disconnectable terminal

	61
	09-8-2 - Disconnectable terminal

	62
	09-7-4 - Disconnectable terminal

	63
	09-8-4 - Disconnectable terminal

	64
	09-8-4 - Disconnectable terminal

	65
	09-8-4 - Disconnectable terminal

	66
	09-7-1 - Disconnectable terminal

	67
	09-8-1 - Disconnectable terminal

	68
	09-8-1 - Disconnectable terminal

	69
	09-6-2 - Disconnectable terminal

	70
	09-6-3 - Disconnectable terminal

	71
	09-6-3 - Disconnectable terminal

	72
	09-6-3 - Disconnectable terminal

	73
	10-3-1 - Disconnectable terminal

	74
	10-3-4 - Disconnectable terminal

	75
	10-3-4 - Disconnectable terminal

	76
	10-3-4 - Disconnectable terminal

	77
	10-3-4 - Disconnectable terminal

	82
	10-7-1 - Disconnectable terminal

	83
	10-7-1 - Disconnectable terminal

	84
	10-7-2 - Disconnectable terminal

	85
	10-8-2 - Disconnectable terminal

	86
	10-7-4 - Disconnectable terminal

	87
	10-8-4 - Disconnectable terminal

	88
	10-8-4 - Disconnectable terminal

	89
	10-8-4 - Disconnectable terminal

	90
	10-7-1 - Disconnectable terminal

	91
	10-8-1 - Disconnectable terminal

	92
	10-8-1 - Disconnectable terminal

	93
	10-6-2 - Disconnectable terminal

	94
	10-6-3 - Disconnectable terminal

	95
	10-6-3 - Disconnectable terminal

	96
	10-6-3 - Disconnectable terminal


	X9
	4
	12-4-5 - Terminal



	MAIN1 - Main electrical closet
	BH1 - BANNER HOISTS 6-10
	X6
	1
	13-8-4 - Terminal (89)

	2
	14-4-2 - Terminal (7)

	3
	13-7-4 - Terminal (89)

	4
	14-3-2 - Terminal (7)

	5
	13-7-4 - Terminal (89)

	6
	13-6-4 - Terminal (89)

	7
	13-8-4 - Terminal (89)

	8
	14-4-2 - Terminal (7)

	9
	14-3-2 - Terminal (7)

	10
	13-6-2 - Terminal (7)

	11
	13-9-4 - Terminal (89)

	12
	14-2-2 - Terminal (7)

	13
	13-10-4 - Terminal (89)

	14
	13-10-2 - Terminal (7)

	15
	13-9-4 - Terminal (89)

	16
	14-5-2 - Terminal (7)

	17
	14-8-4 - Terminal (89)

	18
	14-8-2 - Terminal (7)

	19
	14-7-4 - Terminal (89)

	20
	14-7-2 - Terminal (7)

	21
	14-7-4 - Terminal (89)

	22
	14-6-4 - Terminal (89)

	23
	14-8-4 - Terminal (89)

	24
	14-8-2 - Terminal (7)

	25
	14-7-2 - Terminal (7)

	26
	14-6-2 - Terminal (7)

	27
	14-9-4 - Terminal (89)

	28
	14-9-2 - Terminal (7)

	29
	14-10-4 - Terminal (89)

	30
	14-10-2 - Terminal (7)

	31
	14-9-4 - Terminal (89)

	32
	14-9-2 - Terminal (7)

	33
	14-6-2 - Terminal (7)

	34
	14-5-2 - Terminal (7)

	35
	14-4-4 - Terminal (89)

	36
	14-3-4 - Terminal (89)

	37
	14-3-4 - Terminal (89)

	38
	14-2-4 - Terminal (89)

	39
	14-4-4 - Terminal (89)

	40
	14-5-4 - Terminal (89)

	41
	14-6-4 - Terminal (89)

	42
	14-5-4 - Terminal (89)



	GH1 - GRID HOIST 3
	X7
	1
	15-6-3 - Terminal (10)
	15-6-3 - Terminal (9)

	2
	15-6-5 - Terminal (6)

	3
	15-6-5 - Terminal (6)

	4
	15-7-3 - Terminal (9)

	5
	15-7-5 - Terminal (6)

	6
	15-7-3 - Terminal (9)

	7
	15-7-5 - Terminal (6)

	8
	15-8-3 - Terminal (9)

	9
	15-8-5 - Terminal (6)

	10
	15-8-3 - Terminal (9)

	11
	15-8-5 - Terminal (6)

	12
	15-9-3 - Terminal (9)

	13
	15-9-5 - Terminal (6)

	14
	15-9-3 - Terminal (9)

	15
	15-9-5 - Terminal (6)






